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101 N. Wacker Drive 

Suite 1100 
Chicago, Illinois 60606-7302 

Tel (312) 346-3775 
Fax: (312) 346-4781 

USEP AIRAC VII 

~® 
BLACK & VEATCH 

Black & Veatch Special Projects Corp. 

American Chemical Services RAO (057-ROBF-0517) 
BVSPC Project 46526 

BVSPC File C.3 
July 14, 2004 

Mr. Kevin Adler 
U.S. Environmental Protection Agency 
77 W. Jackson Boulevard (SR-6J) 
Chicago, 1llinois 60604-3590 

Subject: 

Dear Mr. Adler: 

Monthly Oversight Summary Report 
No. 42 for June 2004 

Enclosed is the Monthly Oversight Summary Report No. 42 for June 2004 for the 
American Chemical Services Superfund Site in Griffith, Indiana. 

If you have any questions, please call (312-683-7856) or email ( campbelllm@bv.com). 

Sincerely, 

BLACK & YEA TCH Special Projects Corp. 

'~ /jf' ~4-t/~ 
· Larry M. Campbell, P.E. /- ._'-

Site Manager 

Enclosure 
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Monthly Oversight Summary Report No. 42 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Month of June (May 29, 2004- June 25, 2004). 

BVSPC 0/S Dates: June 2, 16, 17, and 24, 2004. 

Personnel Summary Affiliation 
No. of 

Responsibility 
Personnel 

Montgomery Watson Harza 4 Respondent's General Contractor 

U.S. Environmental Protection 

Agency 
2 Federal Regulatory Agency 

Black & Veatch Special 
1 USEPA Oversight Contractor 

Projects Corp. 

J+L 1 Vendor 

Austgen 1 General Contractor 

Eagle Services 3 ONCA SBPA ISVE System Specialty Contractor 

Chicago Tank Lining 3 Tank Lining Contractor 

Independent Environmental 
2 Specialty Contractor 

Services 

Simalabs 2 GWTP Sampling Contractor 

Rockford Blacktop Co. l Potential Asphalt Bidder 

Wilder Construction 1 Potential Asphalt Bidder 

Walsh & Kelly 1 Potential Asphalt Bidder 

CRA 3 Potential Site Operator 

ELM 2 Potential Site Operator 

Arcadis 2 Potential Site Operator 

TRC 2 Potential Site Operator 

LFR 2 Potential Site Operator 

Breit I Potential Site Operator 
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Construction Activities 

Major Activities: 
• Eagle Services applied additional vacuwn to the On-Site Containment Area Still Bottoms 

Pond Area in-situ soil vapor extraction system wells. 
• Montgomery Watson Harza reported that the sulfuric acid tank in the groundwater 

treatment plant leaked from the inlet and outlet valves into its secondary containment. 
• Chicago Tank Lining applied an epoxy coating to the inside of the Durr thermal oxidizer 

unit 1 scrubber. 
• Independent Environmental Services removed the sludge from and replaced the shear pin 

for the sludge rake in the lamella clarifier. 

• Austgen replaced the demister in tank T -102. 
• Simalabs collected samples from the groundwater treatment plant on June 24,2004, for 

routine process monitoring. 
Montgomery Watson Harza continued to operate the On-Site Containment Area Still 
Bottoms Pond Area and Off-Site Containment Area in-situ soil vapor extraction systems, 
processing vapors through the Global thermal oxidizer unit 2. 

Montgomery Watson Harza began evaluating the potential for vapor intrusion at the 

residence at Colfax A venue and Reder Road. 
• Montgomery Watson Harza held the Pre-bid meeting for the On-Site Containment Area 

Still Bottoms Pond Area final cover on June 2, 2004. 
• The PRP group held a site meeting for outside consulting firms for future operation and 

maintenance contracts on June 2, 2004. 
• Montgomery Watson Harza held biweekly construction coordination meetings at the site 

on June 3, 17, and 24, 2004. 

Activities Performed: 
Montgomery Watson Harza (MWH) reported that it has proven out 21 wells in the On-Site Containment 
Area (ONCA) Still Bottoms Pond Area (SBPA) in-situ soil vapor extraction (ISVE) system. MWH also 
reported that five of the remaining wells contain product and nine of the wells contain high water levels. 
Eagle Services was onsite June 1 and 2, 2004, testing the 11 remaining wells that were not functioning 
properly by applying a high vacuum on the well. MWH reported that it also conducted additional vacuum 
testing on the nine wells that contained water to determine whether the vacuum applied was causing 
upwelling of the water and blocking the screen. Based on field observations, MWH determined that the 
vacuum applied did cause the water to come up in the well but not to the degree that the screens would 
be blocked. MWH also ordered grm.mdwater pumps and a controller to install in the non-functioning vapor 

wells containing product. MWH plans to install the discharge tubing and electrical connection to the pump 
such that the liquid can be removed from the wells without its personnel being potentially exposed to 

vapors. MWH plans to transfer the liquid to a 55 gallon drum and subsequently transfer it to tank T -6 in 
the groundwater treatment plant ( G WTP). MWH reported that it continues to evaluate the non-functioning 
wells and will have a plan of action in early July. 

MWH reported that it observed a leak in the sulfuric acid tank in the GWTP on June 7. 2004. MWH 
initially transferred a small amount of the sulfuric acid into a 30 gallon tank for tempormy storage. MWH 
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reported that by the end of the week of June 7, 2004, sulfuric acid was present in the secondary 

containment to a depth of 1 foot. MWH added sodium hydroxide to the sulfuric acid in the secondary 

contairunent in an attempt to neutralize the pH. The reaction released heat, and MWH then added water-"' !Z k'-' 
to the mixture to cool it. Black & Veatch Special Projects Corp. (BVSPC) asked MWH if the Operations r"-t ~<L"V'> 
and Maintenance (O&M) Manual for the GWTP addressed spill countermeasures and response actions IU4t-

for cases such as the leak from the sulfuric acid tank. MWH reported that it did not review the O&M t.t.,·/' 
Manual prior to responding to the leaking tank. BVSPC suggested that MWH prepare a job hazard ;IL? "''r. 
analysis to evaluate the health and safety issues associated with addressing the leaking sulfuric acid. MWH 

completed an incident form detailing the incident that occurred and the health and safety procedures that 

would be followed when mitigating the incident. MWH reported that its corporate health and safety officer 

suggested that it prepare a procedure for inclusion in the O&M Manual that specifies the actions that should 

be taken in the event of another acid leak. 

During the week of June 14,2004, MWH rented several poly tanks to temporarily store the sulfuric acid. 

BVSPC expressed concern that the rental tanks did not have secondary containment. MWH subsequently 

installed secondary contairunent for the tanks during the week of June 21, 2004. MWH reported that it 

transferred approximately 4,000 gallons of diluted sulfuric acid from the leaking tank and its secondary 

contairunent into the temporary poly tanks. MWH also reported that it identified two leaks in the storage 

tank, one at the inlet valve and the second at the outlet valve, both located near the base of the tank. 

MWH is currently evaluating whether it will replace or repair the leak. MWH also reported that it is 

evaluating locations where it can either dispose of or recycle the diluted sulfuric acid. 

Chicago Tank Lining (CTL) applied an epoxy coating to the inside of the Durr thermal oxidizer unit 1 

scrubber on June 16 and 17, 2004. CTL personnel donned level B personal protective equipment (PPE) 

for the work inside the scrubber tmit. MWH also filled out a confined space entry permit prior to the work. 

CTL cleaned the interior of the scrubber by sand blasting and applied the epoxy coating on June 16,2004. 

CTL proceeded to Holiday test the new coating inside the scrubber and detected a few pinholes in the 

coating. CTL hand-applied epoxy coating to these areas and demobilized from the site on June 17, 2004. 

Independent Environmental Services (IES) was onsite on June 16 and 17, 2004, to remove the sludge from 
and to replace the shear pin for the sludge rake in the lamella clarifier. IES donned level C PPE during the 

repair work. IES also replaced the filter fabric on the sludge press on June 17,2004. Austgen also 

replaced the demisterin tank T-102 on June 16,2004. MWH operated the GWTP during the reporting 

period at 25 to 30 gpm except for the approximately 6 hours on June 16, 2004, when IES cleaned and 

repaired the lamella clarifier. MWH reported that a leak in one of the granular activated carbon ( GAC) 

vessels was observed during the week ofMay 31,2004. MWH took the leaking vessel offline and began 

operating one GAC vessel only. Simalabs collected samples from the G WTP on Jw1e 24,2004, for routine 
process monitoring. 

MWH continued to operate the ONCA SBPA and Off-Site Containment Area (OFCA) ISVE systems, 

processing vapors through the Global thermal oxidizer unit 2. MWH reported that the ONCA SBPA 

ISVE system was shut down temporarily on May 31,2004, because of a high water level in the condensate 

knockout tank. MWH reported that it pumped down the tank that clay and resumed operating the system. 

MWH and Austgen revised the control programming logic fix ptm1ping the knockout tank on June 2, 2004. 
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MWH reported that the Global thermal oxidizer unit 2 was temporarily shut down on June 25, 2004, for 

routine maintenance. 

MWH reported that it ordered the second blower for the OFCA ISVE system expansion. MWH also 

reported that it plans on using a moveable steel storage container to house the equipment for expanding the 
system to allow for versatility with using the expansion equipment on the ONCA SBPA ISVE system as 

necessary. 

MWH proposed amending its Performance Standard Verification Plan (PSVP) to allow for qualitative 
monitoring of the ISVE systems using a photoionization detector (PID ). Currently, the PSV P provides for 
qualitative monitoring with a flame ionization detector (FID). MWH reported that the FID has become 
unreliable and that the PID will be sufficient for the purpose of a qualitative evaluation of the system 
performance. MWH submitted a memorandum to the Agencies requesting approval of the amendment on 

June 16, 2004. 

MWH reported that the sampling results from the chemical oxidation treatability study in the South Area 
indicated that the smear zone extends to areas surrounding the house located at the comer of Reder Road 
and Colfax A venue. MWH reported that it is following EPA guidance to evaluate the potential for vapor 
intrusion into the basement of the residence. MWH reported that it has received approval from the PRP 
group to collect soil gas samples in the vicinity of the residence. 

On Wednesday, June 2, 2004, MWH held a Pre-bid meeting for the ONCA SBPA final asphalt cover. 
MWH reported that 5 foot by 5 foot concrete pads will be installed around the ONCA SBPA ISVE 
system wells as part of the final cover to aid in the placement ofthe asphalt and to provide easy access for 
any future work at IS VE wells. MWH reported that the concrete pads would be easier to replace should 
maintenance or investigation activities at the wells require digging into the cap. MWH also reported that 
additional grading and compaction will be required for the aggregate currently placed on the SBPA prior 
to installation of the asphalt. MWH reported that this preparation work is scheduled to be completed in 
July. 

The PRP group held a site meeting on June 2, 2004, for outside consulting firms for future O&M contracts. 
MWH held the biweekly construction coordination meeting via conference call on June 3, 2004. MWH 
held two biweekly construction coordination meetings at the site on June 17 and 24, 2004. 

Attached are BVSPC weekly reports No. 170 through 173, correspondence, log book notes, and 
photographs of the daily activities. BVSPC' s crew conducted oversight of the m~or field activities on 
June 2, 16, 17, and 24,2004. BVSPC's crew attended two construction coordination meetings at the site 
on June 17 and 24,2004. BVSPC participated in the biweekly construction coordination meeting held on 
June 3, 2004, via conference call. 

Topics of Concern: 
Air monitoring activities during Eagle Services work vacuuming the ONCA SBPA ISVE 

system wells were not clearly established with respect to volatile organic compounds. 
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• The sulfuric acid tank in the GWTP leaked into its secondary containment. BVSPC 
expressed concern that a job hazard analysis had not been prepared or evaluated for the 

work of transferring the acid and cleaning the leaking tank. 

Concern Resolution: 
• MWH reported that it will evaluate procedures that were established for other work 

activities and determine an appropriate monitoring plan for future activities related to the 

ONCA SBP A ISVE system wells. 
MWH began transferring the leaked and diluted sulfuric acid into poly tanks for temporary 
storage. MWH completed an incident form detailing the incident that occurred and the 

health and safety procedures that would be followed when mitigating the incident. 

Upcoming Activities: 
MWH to replace the heat exchanger for the Durr thermal oxidizer unit 1. 

MWH to expand the OFCA ISVE system. 
• MWH to continue proving out the ONCA SBPA ISVE system wells. 

MWH to continue operating the OFCA and the ONCA SBPA ISVE systems. 

MWH to place the wood chips in the wetland paths to the monitoring wells. 
• MWH to evaluate soil vapor intrusion into the house basement resulting from the smear 

zone in the South Area. 

• MWH to investigate benzene levels in the lower aquifer in the wetlands area. 

Signature: ---=L=ao=.=rry'-..L--'C=a=m=pb"'-e=lco...l __ Date: July 13, 2004 

1: \projects\acs-raos\osr\2004\06\Mo42.wpd 
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Weekly Oversight Summary Report No. 170 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of May 3I, 2004. 
BVSPC 0/S Dates: June 2, 2004 (Mr. Campbell). 

Personnel Summary Affiliation 
No. of 

Personnel 

Montgomery Watson Harza 4 

U.S. Environmental Protection 
2 

Agency 

Black & Veatch Special 
I 

Projects Corp. 

J+L I 

Austgen I 

Responsibility 

Respondent's General Contractor 

Federal Regulatory Agency 

USEP A Oversight Contractor 

Vendor 

General Contractor 

Eagle Services 3 ONCA SBPA ISVE System Specialty Contractor 

CRA 3 Potential Site Operator 

ELM 2 Potential Site Operator 

Arc ad is 2 Potential Site Operator 

TRC 2 Potential Site Operator 

LFR 2 Potential Site Operator 

Breit 1 Potential Site Operator 

Rockford Blacktop Co. 1 Potential Asphalt Bidder 

Wilder Construction I Potential Asphalt Bidder 

Walsh & Kelly I Potential Asphalt Bidder 

Construction Activities 

Major Activities: 

Montgomery Watson Harza held the Pre-bid meeting for the On-Site Containment Area 
Still Bottoms Pond Area final cover on June 2, 2004. 

Eagle Services applied additional vacuum to the On-Site Contai1m1ent Area Still Bottoms 
Pond Area in-situ soil vapor extrGction system wells. 
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• Montgomery Watson Harza proposed amending its Performance Standard Ver[fzcation 
Plan to allow for qualitative monitoring of the in-situ soil vapor extraction systems using 

a photoionization detector. 
The PRP group held a site meeting for outside consulting firms for future operation and 

maintenance contracts. 
• Montgomery Watson Harza held the biweekly construction coordination meeting via 

conference call on June 3, 2004. 

Activities Performed: 
On Wednesday, June 2, 2004, Montgomery Watson Harza (MWH) held a Pre-bid meeting for the On­

Site Containment Area (ONCA) Still Bottoms Pond Area (SBPA) final asphalt cover. MWH reported 

that 5 foot by 5 foot concrete pads will be installed around the ONCA SBPA in-situ soil vapor extraction 

(ISVE) system wells as part of the final cover to aid in the placement ofthe asphalt and to provide easy 

access for any future work at ISVE wells. MWH reported that the concrete pads would be easier to 

replace should maintenance or investigation activities at the wells require digging into the cap. MWH also 

reported that additional grading and compaction will be required for the aggregate currently placed on the 

SBPA prior to installation of the asphalt. MWH reported that this preparation work is scheduled to be 

completed in July. 

MWH reported that it has proven out 21 wells in the ONCA SBPA ISVE system to date. MWH also 

reported that five of the remaining 25 wells contain product and that it is evaluating extraction options for 
these wells. Eagle Services was onsite June 1 and 2, 2004, to apply vacuum at 11 of the wells that have 

not been proven functional. MWH reported that the remaining nine wells had high water levels that 
prohibited them trom being tested by Eagle Services. MWH reported that it will evaluate the results of the 

testing and make conclusions with regard to future action at the non-functioning wells. 

MWH reported that it continued to operate the ONCA SBPA and Off-Site Containment Area (OFCA) 

ISVE systems, processing vapors through the Global thermal oxidizer unit 2. MWH reported that the 

ONCA SBPA ISVE system was shut down temporarily on May 31,2004, because of a high water level 
in the condensate knockout tank. MWH reported that it pumped down the tank that day and resumed 
operating the system. MWH and Austgen revised the control programming logic for pwnping the knockout 
tank on June 2, 2004. 

MWH reported that it ordered the second blower for the OFCA ISVE system expansion. MWH reported 
that it plans on using a moveable steel storage container to house the equipment for expanding the system to 
allow for versatility with using the expansion equipment on the ONCA SBPA ISVE system as necessary. 

MWH proposed amending its Pcrj(mnance Standard Vcr~fication Plan (PSVP) to allow for qualitative 
monitoring of the ISVE systems using a photoionization detector (PID). Currently, the PSVP provides for 
qualitative monitoring using a flame ionization detector (FID). MWH reported that the FID has become 
unreliable and that the PID will be sufficient for the purpose of a qualitative evaluation of the system 
performance. 
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MWH continued to operate the groundwater treatment plant (GWTP) at 25 gpm. MWH reported that it 

observed a leak in the one of the granular activated carbon (GAC) vessels in the GWTP. MWH took the 

leaking vessel oftline and began operating one GAC vessel only. MWH reported that one of its vendors, J+L, 

supplied hoses to the GWTP on June 2, 2004. 

The PRP group held a site meeting on June 2, 2004, for outside consulting firms for future operation and 

maintenance contracts. MWH held the biweekly construction coordination meeting via conference call on 

June 3, 2004. 

Topics of Concern: 
Air monitoring activities during Eagle Services work vacuuming the ONCA SBPA ISVE 

system wells were not clearly established with respect to volatile organic compounds. 

Concern Resolution: 
MWH reported that it will evaluate procedures that were established for other work 

activities and determine an appropriate monitoring plan for future activities related to the 

ONCA SBPA ISVE system wells. 

Upcoming Activities: 
• MWH to line the Durrthermal oxidizer unit I scrubber to prevent corrosion and replace 

the heat exchanger. 

Signature: 

MWH to expand the OFCA ISVE system. 

MWH to continue proving out the ONCA SBPA ISVE system wells. 

MWH to continue operating the OFCA and the ONCA SBP A ISVE systems. 

MWH to place the wood chips in the wetland paths to the monitoring wells. 

MWH to investigate benzene levels in the lower aquifer in the wetlands area. 

Leigh Peters Date: July 9, 2004 

t:\projects\acs-raos\osr\2004\06\0531. wpd 
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i 
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FROM:MWH 

I 

WATSON HARZA 

13128313021 

- . ' 
J UN 0 8 2004 

T0:3123464781 

D 

175 W Jackson BlvJ 
Suilc l'JOO 
Chicago, IL 60604 

Date: __ .J..;.._8:..-..::.J.::.un:.:,·_::0:..:4:...,_ _______________ _,;,.__ Tel: 630-&31-3000 
Fax: 630-831-3021 

----~'·~·' --~------------------~----------~-------

L. M. CAMPSEI.ll 

TO:Uconstruction Meeting Minutes .Distribution List 
I 

Kevin Adler; U.S. EPA 
Prabhakar Kasarabada; IDEM 
Barbara Ma~el; Kara~a.nis White & Magel, Ltd. 
Mark Travers;Envi.ron 

-lLarrv Came bell~ Black & Veatch 
Lei~h Peters, .Black & Veatch 
IT odd Lewis~ MWH 
Rob Adams; MWH 
!Lee Orosz; MWH 
)Joe Adams; MWH 

·: 
Jon 'Pohl; MWH 
iChris :oal~i MWH 

I 

r 

~~ 
' i 

From: -!Peter Va~t 
I 

i 
Following .[lease fii1d the minutes from the June 3, 2004 Construction Mee 

I 
The next~r~tmg Js. scheduled for 1?:00 AM on Thursday June 17,2004 at 
the construi~tlon trailer at the ACS Stte . 

. I 

i 

tin g. 

Fax Numbet· 

(312) 353-5541 
(317) 234-0428 
(312) 836-9083 
(312) 853-9025 
(312) 346-4781 
(312) 346-4781 
(312) 831-3498 
(312) 831-3021 
(219) 924-4561 
(303) 410-4100 
(312) 831-3021 
(312) 831-3021 

If you wou d like a copy of these minutes or future minutes sent via e-mail please let us kri.ow. 

If you do ·~ot receive all pages, or if there are any problems With this transmission, please calf (312) 831-3431 
Number ;f pages, including cover· 4 

I 
Site M.c:olin!;S Minllleo 

I i 

(,/81200~ 
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WEEKLY CONSTRUCTION MEETING MINUTES 
FOR JUNE 3, 2004 MEETING 

AMERlCAN CHEMICAL SERVICE, NPL SITE 
GRIFFITH, INDIANA 

ME ::TJNG DATE: Thursday, June 3, 2004 

I 
ME :\TING TIME: 10:00 AM ,. 

MEHTING LOCATION: MWH Chicago Office 

I: - . 
ATTENDEES: Kevin Adler- U.S. EPA 

TO ~res: 

Leigh Peters- BVSPC 
Pete Vagt-MWH 
Todd Lewis- MWH 
Rob Adams-MWH 
Chris Daly- MWH 
Jon Pohl - MWH 
Chad Smith- MWH 
Matthew Mcsarch - M.WH 
Amy Clore- MWH 

Heatl and Safety Summary 
Th~~ have be~n _n_o Health and S?fcty issues at the_ A~S Site since the last ~eeting ~n 
Ma)1 1201

h. AchVlhes conducted srncc the last meetmg mcluded vacuum testmg of Still 
Bott\:ims Pond Area (SBPA) ln-Situ Soil Vapor Extraction (ISVE) wells, operation of the 
Gro]1~dwa~er Treatment Plant (GWTP), and operation of the Off-Site Area ISVE system 
and \le SBPAISVE system. 

I 

~
!tldwater Treatment Plant (GWTP) Status 
LPWTP is cwTe~tly operating at approximately 25 gallons per minute(~m). A_ small 
was observed m one of Lhe two carbon vessels. lt has been taken oftlme ·while the 

cau,J of the leak is investigated and repaired. There is sufficient .capacity in the 
remol·lning carbon vessel to continue operation of the GWTP. The carbon vessel will 
brou'!~ht back online once the leak is repaired. There have been no other issues with the 
Gwilh>. 

I 
I 

I 
I 

l 
~Q..ij : (lc;tion Mc'cting Minutes 

Juno r~ M~bng 

I; 
I. 

June 8. 2004 
Pagel 
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II 

ILe Area/SBPA ISVE Systems ~.nal Oxidizer/Scrubber Unit 2 (Thenn Ox 2) has been operating with no issues since 
the ~:kt meeting on May 20th. 

I . 
I 

The ~cw heat exchanger for Thermal. Oxidi~er/Scrubber Unit 1 (Thcrm Ox 1) will be 
ordered either June 3rd or June 4th. The new heat exchanger will have the same 
dim~:hsions and the same configuration as the previous unit but wl\\ be constructed of 
Hast1hoy, which will provide improved resistance to corrosion. Chicago Tank Lining has 
bcc9 ;cor{tactcd regarding epoxy coating the intemal components of the scrubber unit. It 
is anr)cipatcd that this work will be perfom1ed in the next three weeks. 

The order for a new blower for the Off-Site Area TSVE expansion will be placed either 
June \?rd or June 4th. MWH l~as deci~ed to use a steel container, s_imilar. to ~ frci~ht 
cont1::mcr, to house the expansion equ1pment. The use of the contmt:"er wtll allow tor 
incr :~sed flexibility in the future when the equipment may be needed elsewhere on the 
S

• I tte. ~ 

II 
MWil~. continues to prove-out wells in the SB"P A lSVE area.. To date, 21 wells have been 
pro~~n out usin~ the same procedure and criteria used. for well p~rove-out of the Off-~ite 
1SVlj system. Ft~c wells could not be proven because they contamed ~e product, ~h1ch 
obstl·:.tcts rhe testtng ofvapor flow through the well screens. MWH w1l1 contact 011 and 
prod\~ct retrtoval experts . within the compmty to evaluate relrofilting these wells for 
prod\;1ct recovery wells. The other 20 unproven TSVE wells were pressure tested for 
airfl{:,:...V on tbc 25th and 26th of May. Results indicated that air could be pushed through 
all -w kn screens. On June 2"'\ 11 of these wells were vacuum tested from the top of well. 
The ~lala is currently being processed and a summary will be made at the next meeting. 
The Jemai.ning nine wells could not be vacuum tested due to high water levels in the 
weUJ 

I 
The ~SBPA ~SVE system was shut down on May 31st when a high level in the system 
knoc:.~out tank was reached. An investigation indicated that the high level was caused by 
an i ~iue in the program logic. The knockout tank was pumped down and brought back 
onli ib the same day and the prOgl"aiil logic was updated on June 2nd. . 

To te, MWH has been performing process monitoring of the TSVE systems using a 
flam;! ionization detector/photoionization detector (FIDIPID) instTu.ment. This meets the reql rements of the Performance Standards Verifica~ion Plan (PS~), which irtdicatcs 
that ;~ FID should be used. However, the FID has inherent operatwnal pr()blems thar 
effe ; data quality and consistency in monitoring environments similar to the ISVE well 
man .loring. In some instances, measurements could not be collected due to FID 
op~:!tional errors. ~Therefore: MWH. recommends perfo~ing proc~ss monitoring using a 
PlD ~~lstrument. lhe PID Wlll prov1de adequately cons1stenr readmgs. The method for 
collei?ting compliance data will not be affected by this change. A memo proposing this 
mo red data collection method will be submitted to the Agencies. 

I 
I 

Const )c.tion Meeting Minutes 

Ju~ 1""004 MoOuug 
June 8, 2004 ACS NPL Site 
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I I 

LoJ:r Aquifer Plume Investigation 
The J··f,rork P.lan fo_r the ~~wer Aquifer Plume :U.1:estig~tion was submitted to the Agencies 
on ~·lay 21 s\ It 1S anticipated that the work w11l be m July or August when the surface 
watd ~ levels in the wetland will be lower, allowing easier access to the proposed drilling 

local:ions. 

Finjf] SBPA:Cao , 
Pav~:lnent cOntractors were onsite June 2"d for a site walk for the tina! SBP A cover. Final 
gra~L~lg work needs to occur before the pavement starts. The final grading will include 

~~~;~;;;;; ;;;:,::p~::
0

:mnplffig ev~t Wok pl~e be~ern May 24'" 

~~8 1~. _Addition~! ~elineation sru11~ling showed th~t _the extent of contaminant is larger 
th~ !ongmally ant1c1pated. MWH IS currently wrutmg on the lab results. A report 
sun~rrarizing the sampling results and future recommendations will be sent within about 
fouli weeks. I . 
Lo(') ~~ Ahead Schedule 
Jun(! j4, 2004 through June 17, 2004 • 

I • 
I 

I 
I • 
I 

Off-Site ISVE.system and SBPA lSVE system 
operation 
GWTPIBWES/PGCS operation and routine 
maintenance 
Routine maintenance ofthe GWfP 

I 
_l 

Hea;;~~h_a_n_d~S-;;.a-:tl;;-c:-ty--;:lt-cm___;_s-:-t-o---+.--::s-a-=fe-ty--:i-ss-u-c-s-as-s-o-c-ia-t_ed_w_i-th_IS_V_E_w_e_l_l __ --1 

Mot11tor dcwateriug 
I 

N]e ·~Construction Meeting - Thursday, June 1 7, 2004, 10 AM 

ALC/. DP/PN/RAA 
J'\20 ,r()()l ACSI.iJ202 MWA PM\\.1.ee1ing Minurc:s 200<~\Mcclins Mmute:o 06/0J/04 doc 

; 

I 
f 

I 

I . 
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Weekly Oversight Summary Report No. 171 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of June 7, 2004. 

BVSPC 0/S Dates: Cancelled because of limited site activities. 

Personnel Summary Affiliation 
No. of 

Responsibility 
Personnel 

Montgomery Watson Harza 1 Respondent's General Contractor 

Construction Activities 

Major Activities: 
• Montgomery Watson Harza reported that the sulfuric acid tank in the groundwater 

treatment plant began leaking into its secondary containment. 

• Montgomery Watson Harza conducted additional vacuum testing on the On-Site 
Containment Area Still Bottoms Pond Area in-situ soil vapor extraction system wells that 
contained water. 

Activities Performed: 
Montgomery Watson Harza (MWH) reported that it observed a leak in the sulfuric acid tank in the 

groundwater treatment plant (G WTP) on June 7, 2004. MWH transferred a small amount ofthe sulfuric 

acid into a 30 gallon tank for temporary storage. MWH reported that by the end ofthe week sulfuric acid 

had leaked from the tank into the secondary containment to a depth of 1 foot. MWH added sodium 

hydroxide to the sulfuric acid in the secondary containment in an attempt to neutralize the pH. The reaction 
released heat, and MWH then added water to the mixture to cool it MWH decided to leave the diluted 
sulfuric acid in the secondary containment until it could locate temporary poly tanks for storage of the acid. 
MWH reported that it will be able to evaluate the source of the leak after the acid is removed from the 
secondary containment and the tank. 

MWH reported that it conducted additional vacuum testing on the On-Site Containment Area (ONCA) 
Still Bottoms Pond Area (SBP A) in-situ soil vapor extraction system (ISVE) wells that contained water 
to determine if upwelling of the water was causing the screens to be saturated. Based on field observations, 

MWH determined that the vacuum applied did cause the water to come up in the well but not to the degree 

that the screens would be blocked. MWH reported that it will continue to evaluate the data that it has 
collected to determine a corrective action for the non-functioning wells. 

MWH continued to operate the ONCA SBPA and Off-Site ContairunentArea(OFCA) ISVEsystems, 

processing vapors through the Global thennal oxidizer unit 2. MWH reported that Chicago Tank Lining 

will be onsite next week to apply an epoxy coating to the interior of the Dun thermal oxidizer unit I 
scrubber for chemical resistance. MWH operated theGWTP at 25 gpm. MWH repm1ed that the GWTP 
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does not use a significant amount of sulfuric acid and will not be interrupted by the leak in the sulfuric acid 

tank. 

Topics of Concern: 
Air monitoring activities during Eagle Services work vacuuming the ONCA SBP A ISVE 

system wells were not clearly established with respect to volatile organic compounds. 

• The sulfuric acid tank in the GWTP leaked into the secondary containment. 

Concern Resolution: 
• MWH reported that it will evaluate procedures that were established for other work 

activities and determine an appropriate monitoring plan for future activities related to the 

ONCA SBPA ISVE system wells. 
• MWH reported that it will locate poly tanks for temporary storage of the sulfuric acid. 

Upcoming Activities: 
• Chicago Tank Lining to line the Durrthermal oxidizer unit 1 scrubber to prevent corrosion. 

• MWH to replace the heat exchanger for the Durr thermal oxidizer unit 1. 

• MWH to expand the OFCA ISVE system. 

• MWH to continue proving out the ONCA SBPA ISVE system wells. 
• MWH to continue operating the OFCA and the ONCA SBPA ISVE systems. 
• MWH to place the wood chips in the wetland paths to the monitoring wells. 

MWH to investigate benzene levels in the lower aquifer in the wetlands area. 

Signature: Leigh Peters Date: July 9, 2004 

t: \projects\acs-raos\osr\2004\06\0607. wpd 
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Weekly Oversight Summary Report No. 172 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of June 14, 2004. 

BVSPC 0/S Dates: June 16 and 17, 2004 (Mr. Campbell). 

Personnel Summary Affiliation 
No. of 

Responsibility 
Personnel 

Montgomery Watson Harza I Respondent's General Contractor 

Black & Veatch Special 
I USEP A Oversight Contractor 

Projects Corp. 

Chicago Tank Lining Company 3 Tank Lining Contractor 

Independent Environmental 
2 Specialty Contractor 

Services 

Austgen 1 General Contractor 

Construction Activities 

Major Activities: 

Montgomery Watson Harza transferred sulfuric acid from the leaking acid tank and 

secondary containment to temporary tanks within the groundwater treatment plant. 

Chicago Tank Lining applied an epoxy coating to the inside of the Durr them1al oxidizer 
unit 1 scrubber. 

Independent Environmental Services removed the sludge and replaced the shear pin for 
the sludge rake in the lamella clarifier. 
Austgen replaced the demister in tank T-1 02. 

Montgomery Watson Harza began evaluating the potential for vapor intrusion at the 
residence at Colfax Avenue and Reder Road. 

Montgomery Watson Harza held the biweekly construction coordination meeting at the site 
on June 17, 2004. 

Activities Performed: 

Montgomery Watson Harza ( MWH) brought a rented 2450 gal. poly tank into the groundwater treatment 

plant (GWTP) and pumped sulfuric acid from the secondary containment into the temporary tank for 

storage. Secondary containment was not provided for the rented poly tank. Black & Veatch Special 

Projects Corp. (BVSPC) asked MWH ifthe Operations & Maintenance (O&M) Manual for the GWTP 

addressed spi II counter measures and response actions for a case such as the leak from the sui furic acid 

tank. MWH reported that it did not review the O&M Manual priorto responding to the leak. BVSPC 
suggested that MWl-I prepare a job hazard analysis to evaluate the health and safety issues <L-;sociated with 
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addressing the leaking sulfuric acid. MWH reported that it will prepare an evaluation of its proposed 

actions. BVSPC also expressed concern that the rented poly tank did not have secondary containment. 

MWH reported that it would get secondary containment for the rented tank and any additional tanks that 

it rents. MWH reported that once the acid has been removed from the leaking tank and its secondary 

containment, MWH will evaluate the source of the leak and determine whether the tank can be repaired. 

Chicago Tank Lining (CTL)wasonsite on June 16and 17,2004, to apply an epoxy coating to the Durr 

thermal oxidizer unit 1 scrubber. CTL personnel donned level B personal protective equipment (PPE) for 

the work inside the scrubber unit. MWH also filled out a confined space entry permit prior to the work. 

CTL cleaned the interior of the scrubber by sand blasting and applied the epoxy coating on June 16, 2004. 

CTL proceeded to Holiday test the new coating inside the scrubber and detected a few pin holes in the 

coating. CTL hand-applied epoxy coating to these areas and demobilized from the site on June 17, 2004. 

Independent Environmental Services (IES) was onsite on June 16 and 17, 2004, to remove the sludge from 

and to replace the shear pin for the sludge rake in the lamella clarifier. IES donned level C PPE during the 

repair work. IES also replaced the filter fabric on the sludge press on June 17,2004. Austgen replaced 

the demister in tank T-1 02 on June 16, 2004. MWH reported that it operated the GWTP at 30 gpm 

except for approximately 6 hours on June 16, 2004, while IES replaced the shear pin. 

MWH continued to operate the On-Site ContainmentArea(ONCA) Still Bottoms Pond Area(SBPA) 

and Off-Site Containment Area (OFCA) in-situ soil vapor extraction (ISVE) systems, processing vapors 

through the Global thermal oxidizer unit 2. MWH reported that it continues to evaluate the ONCA SBPA 

ISVE system wells. MWH also reported that it will begin pumping from the wells that have recoverable 

product in them. 

MWH proposed amending its Performance Standard Verification Plan (PSVP) to allow for qualitative 

monitoring of the ISVE systems using a photoionization detector (PID). MWH reported that it submitted 

a memorandum requesting approval of this amendment. 

MWH reported that the sampling results from the chemical oxidation treatability study in the South Area 

indicated that the smear zone extends to areas surrounding the house located at the comer of Reder Road 

and Colfax A venue. MWH reported that it is following EPA guidance to evaluate the potential for vapor 

intrusion into the basement of the residence. MWH reported that it may need to test the basement for 
vapors. 

BVSPC attended the biweekly construction coordination meeting held at the site on June 17, 2004. 

Topics of Concern: 

Air monitoring activities during Eagle Services work vacuuming the ONC A SBP A IS VE 

system wells were not clearly established with respect to volatile organic compounds. 

The sulfuric acid tank in the GWTP leaked into the secondary containment. BVSPC 

expressed concern that a job hazard analysis had not been prepared or evaluated for the 
work of transfetTing the acid and cleaning the leaking tank. 
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Concern Resolution: 
MWH reported that it will evaluate procedures that were established for other work 

activities and determine an appropriate monitming plan for future activities related to the 

ONCA SBPA ISVE system wells. 
MWH began transferring the leaked and diluted sulfuric acid into poly tanks for temporary 

storage. MWH reported that it will prepare a job hazard analysis for the work. 

Upcoming Activities: 
• MWH to replace the solenoid valve for the activated sludge tank. 

• MWH to replace the heat exchanger for the Durr thermal oxidizer unit I. 

• MWH to expand the OFCA ISVE system. 

• MWH to continue proving out the ONCA SBPA ISVE system wells. 

• MWH to continue operating the OFCA and the ONCA SBPA ISVE systems. 

• MWH to place the wood chips in the wetland paths to the monitoring wells. 

MWH to evaluate possible soil vapor intrusion into the house basement resulting from the 

smear zone in the South Area. 

• MWH to investigate benzene levels in the lower aquifer in the wetlands area. 

Signature: Leigh Peters Date: July 9, 2004 

t \projects\acs-raos\osr\2004\06\0614. wpd 
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WEEKLY CONSTRUCTION MEETING MINUTES 
FOR JUNE 17, 2004 MEETING 

AMERICAN CHEMICAL SERVICE, NPL SITE 
GRIFFITH, INDIANA 

i 
I 

I · o04 ME!~TING; DATE: Thursday, June 17,2 

I: . 
I , 

ME~TINGTIME: 10:00 AM 
l: ' 

i fTING J..OCATION: ACS 
I . 

ATtENDEES: Kevin Adler- U.S. EPA 
. . Larry Campbell- BVSPC 

j 
T fiCS: . 

I ~ 

Pete Vagt-MWH 
Todd Lewis- MWH 
Mark Travers - Environ 
Rob Adams - M WB 
Chris Daly- MWH 
Jon Pohl- MWH 
Chad Smith- MWH 
Matthew Mesarch- MWH 
Amy Clore - MWH 

~th andiSafety Summary 
On: ~une 71~ a leak of sulfuric acid was observed in the secondary containment structure 
fo~ !the_ sulfu~ic ~cid storage tank insid.e the GWTP. ~he cau~e of the leak i~ currently 
under mvesbgat1on. The leakage area IS demarcated w1th cautlon tape to restnct access. 
Thl~ curreT'\t proposed method of action is to pump the acid using an acid compatible 
puin.p and itubing to a temporary storage tcmk. Acid that cannot be pmnped from the 
sedt~nc.lary 'containment structure to the temporary storage tank will be neutralized in 
ptJ~e. Once the acid tank and secondary containment strncture has been emptied, water 
wijJ be added to identify Lbe locations of any leaks. The leak(s) will be repaired if 
po.•~iblc. If the leak(s) cannot be reprured, then the acid storage tank will be replaced. A 
Jo~1iHazard Analysis (JHA) form will be completed by MWH to address potential health 
an~r! safety ~ssues that are associated with this ~ark. The proper PPE will be worn by the 
pedonnel i;lwolved with the tank repair. 

I i : 

Nd \other health and safety issues have occurred since the last meeting on June 3rd. Other 
ac~l.~ities a~ the site since the last meeting have included vacuum and pressure testing of 
StiiJ Bottotns Pond Area (SBPA) In-Situ Soil Vapor Extraction (ISVE) wells, operation 
of)}le GTotindwater Treatment Plant (GWTP), and operation of the Off-Site Area lSVE 

II : I; I 

.G2L~tmqion~cctim• Minut<!S 
JuT\ 17, 2004:Mccting 

I: 
I: 

June 22. 2004 
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I 

syst ~61 and the SBPA ISVE system. Chicago Tank Lining applied an epoxy coating to 
the il1ternall components of the scrubber system. Proper level B personal protection 
cqu 1~rnent GPPE) was wom by workers and the appropriate confined space permit was 
pro jded. Tndepcndent Environmental Services (lES) was at the Site lo remove the 
slud1~e fromi the Lamella clari'licr. No health and safety issues arose while the work was 

11 . 
coml?leted. : 

i : 

Gro ,~dwat~r Treatment :Plant (GWTP) Statns 
The .GWTPi is currently operating at approximately 30 gallons per minute (gpm). 1'he 
syst *11 was: shutdown June 16th for 6 hours due to a broken shear pin :in the Lamella 
sludr~e holding tank. The tank was pumped out and the shear pin was replaced and the 
systbn was ,brought back online the san1e day. There have been no other issues with the 
G~TP. ! 

-~al OXidizer/Scrubber Unit 2 (Thenn Ox 2) has been operating with no issues since 
.ist meeting on June 3ro. 
i : 

Th~ brdcr was placed for the new heat exchanger for Thermal Oxidizer/Scrubber Unit 1 
(Th +m Ox 11) and 1t is expected to arrive July 31 ~t. The old heat exchanger has been 
deli 1rcred t~ a fabrication facility for reconstruction work. A new knockout tank was 
ord Jed for!Thenn Ox 1 influent piping ro remove residual condensate from the ISVE 

syst~jms. ; 

Thd 1order f~r the new blower system in the Off-Site Area ISVE expansion was placed 
anctjls expected to arrive at the Site in early July. Construction ofthe foundation for the 

?lo,~er con~nroent strucmre is anticipated to start in the next two weeks followed by the 
ms '(llment of the new blower system components. 

' . I ' 

Th; SBPA J.SVE area currently is extracting vapors from 12 wells. In the past two weeks 
vac1~6n tes~'ing was perfonned on 11 wells. Vacuum testing was also perfom1ed on wells 
tha~ :contain:ed water to detennine if water was ''welling up" and submerging the well 
scrd~ns wh~n vacuum is applied to the wells. The results indicated that the water levels 
in 1ime TSYE wells did rise when the vacuum was applied, but not to the degree where 
the rf'ell sc~ccns wer~ blo~ked for air passage. ~'he data collected_ to d~te for evaluating 
the SBPA well field 1s bemg evaluated by MWH. The final verston of the SBPNTSVE 
Co ~Lroctioh Completion Report (CCR) was sent to the Agencies on Monday, June 14111• 

I ! . 

A )emo detailing MWH's proposal for the use of a Photoionization detector (PID) for 
pro :1ess monitoring was submitted to the Agencies June 16th. The new Pill will replace 
the (lame ioilization detector/photoionization detector (FID/PID) unit previously used. 

! 
Fi~!l SBPA! Cap 

;)::1. received subcontractor bids for pavement of the final SBPA cover on June 11th. 

MJ1!H is currently discussing technical issues with a selected bidder and should be ready 

I . 
~!tucrion M~cting Minutes June 22.2004 __ ------- ACS NPI, S11e 
June p, 2U04 Meeting P:~gc 2 
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' : 

to ay~ard th~ job in the next week or two. Paving work is 110t expected to begin until at 

least! the enli of July. The gravel layer of the cover system will be re-graded and 

comhacted ~eforc the placernent of the pavement starts. Concrete pads will also be 

inst~~led arollnd the stick up wells before pavement begins. 

Che4ical Oxidation Application 
Du'i~g the ~hemical oxidation post-application sampling, delineation sampling indicated 

the )~ater ta91e smear zone rna~ extend beyond the h~use locate? .on the c~mer. of Colfax 
A ve11 and Reder Rd. MWH w1Il evaluate the potenual for addtt.lonal dehneatwn and/or 

samiling. ;t+t~ {t•i.:~·"t.f :rt;-~f c(_;/7-cc:f.~ i'H Jt.~ ... ~< .c~1 ;2.;-.-i.-_.~._ 1Z·l· 

i : 

'"12.eJI Ahead! Schedule 
June !17, 2004 through June 24, 
20011/ : 

! 

Hea .-~ and Safety Items to 
Mo jtor i 

i 

• OtT-She lSVE system and SBPA lSVE system 
operation 

• GWTP!BWESIPGCS operation and routine 
maintenance 

• Pumping On-Site TSVE wells for fluid removal 
• PSVP water level monitoring for the 2"d 

Quarter 

• Safety issues associated with ISVE well 
dewatering 

• Safety issues associated with the GWTP acid 
leak repairs 

• Routine daily tailgate health and safety 
meetings 

'----"11. __ ...._. ________ --.l ___________________ _.J 

' 
i 
! 

.i 

NexHConsrruction Meetm_g- Thursday, June 24, 2004, 10 AM 

J
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Weekly Oversight Summary Report No. 173 
ACS Superfund Site WA57, 46526.238 

Reporting Period: Week of June 21,2004. 

BVSPC 0/S Dates: June 24, 2004 (Mr. Campbell). 

Personnel Summary Affiliation 
No. of 

Personnel 

Montgomery Watson Harza 1 

Black & Veatch Special 
1 

Projects Corp. 

Simalabs 2 

Austgen 1 

Construction Activities 

Major Activities: 

Responsibility 

Respondent's General Contractor 

USEPA Oversight Contractor 

GWTP Sampling Contractor 

General Contractor 

Montgomery Watson Harza continued to clean up the leaking sulfuric acid tank and its 
secondary containment. 

• Simalabs collected samples from the GWTP for routine process monitoring. 
Montgomery Watson Harza held the biweekly construction coordination meeting at the site 
on June 24, 2004. 

Activities Performed: 
Montgomery Watson Harza (MWH) and Austgen completed pumping the sulfuric acid from the leaking 
tank and its secondary containment into temporary poly tanks located in the groundwater treatment plant 
(GWTP). MWH installed secondary containment for the temporary tanks. MWH reported that 
approximately 4,000 gallons of diluted acid have been transferred. MWH reported that it identified two 
leaks in the leaking storage tank, one at the inlet valve and the second at the outlet valve, both located near 
the base of the tank. MWH is currently evaluating whether it will replace or repair the tank. MWH 
reported that it is also evaluating locations where it can either dispose of or recycle the diluted sulfuric acid. 
MWI--1 completed an incident form detailing the incident that occurred and the health and safety procedures 
that would be followed when mitigating the incident. MWH reported that its corporate health and safety 
ofticer suggested that it prepare a procedure for inclusion in the Operation & Maintenance Manual that 
specifies the actions that should be taken in the event of another acid leak. 

MWI I continued to operate the On-Site Contairunent Area (ONCA) Still Bottoms Pond Area (SBPA) 

and OtT-Site Containment Area (OFCA) in-situ soil vapor extraction (ISVE) systems, processing vapors 

through the Global them1al oxidizer unit 2. MWH reported that the thennal oxidizer was shut clown 

Page I 
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temporarily on June 25, 2004, for routine maintenance. MWH continued to operate the GWTP at 30 gpm. 

Simalabs collected samples from the GWTP for routine process monitoring. 

MWH ordered groundwater pumps and a controller to install in the non-functioning vapor wells containing 

product in the ONCA SBP A ISVE system. MWH plans to install the discharge tubing and electrical 

connection to the pump such that the liquid can be removed from the wells without its personnel being 

potentially exposed to vapors. MWH plans to transfer the liquid to a 55 gallon drum and subsequently 

transferring it to tank T -6 in the G WTP. MWH reported that it continues to evaluate the non-fi.mctioning 

wells and will have a plan of action by the next meeting. 

MWH reported that the sampling results from the chemical oxidation treatability study in the South Area 

indicated that the smear zone extends to areas surrounding the house located at the comer of Reder Road 

and Colfax A venue. MWH reported that it is following EPA guidance to evaluate the potential for vapor 

intrusion into the basement of the residence. MWH reported that it has received approval from the PRP 

group to collect soil gas samples in the vicinity of the residence. 

BVSPC attended the biweekly construction coordination meeting held at the site on June 24, 2004. 

Topics of Concern: 
Air monitoring activities during Eagle Services work vacuuming the ONCA SBPA ISVE 

system wells were not clearly established with respect to volatile organic compounds. 

The sulfuric acid tank in the GWTP leaked into the secondary containment. BVSPC 

expressed concern that a job hazard analysis had not been prepared or evaluated for the 

work of transferring the acid and cleaning the leaking tank. 

Concern Resolution: 

MWH reported that it will evaluate procedures that were established for other work 

activities and determine an appropriate monitoring plan for future activities related to the 

ONCA SBP A ISVE system wells. 

MWH began transferring the leaked and diluted sulfuric acid into poly tanks for temporary 

storage. MWH completed an incident form detailing the incident that occurred and the 

health and safety procedures that would be followed when mitigating the incident. 

ll pcoming Activities: 

• 

Signature: 

MWH to replace the heat exchanger for the Durr thermal oxidizer unit 1. 

MWH to expand the OFCA ISVE system . 

MWH to continue proving out the ONCA SBPA ISVE system wells. 

MWH to continue operating the OFCA and the ONCA SBPA ISVE systems. 

MWH to place the wood chips in the wetland paths to the monitoring wells. 

MWH to evaluate soil vapor intrusion into the house basement resulting from the smear 

zone in the South Area. 

MWH to investigate benzene levels in the lower aquifer in the wetlands area. 

Leigh Peters Date: Julv 9 2004 
I ipmjeC/S\iJCS-IDO.\\osr'i2IJ(i-f\()()\()t):! /.f. ltpd 
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11ft\ MWH 'IJII MONI'fOM£RVWATSON I lAnZA 

Date: \! 29·Jun-04 

\\ 

~ur1 2 c: 2G04 
C.M. CAMPBELl! 

TO:! 1Construction Meeting Minutes Di1;tribution List 
I; . 
l<evin Adler; U.S. EPA 
:Prabhakar Ka~arabada; lDEM 
';Barbara Magel; Karaganis White & Magel, Ltd. 
Mark Travers~ Environ 
.Larry Oampbell; Black & Veatch 
Leigh ~cters, Black & Veatch 
Todd Lewis; MWH 

LRob Adams·; MWH 
I Lee Orosz; MWH 
i)oe Adams; MWH 
iJon Pohl; MWH 
l:Chris J)aly; MWH 

L~l --~------------------------If" 
Ti 
1~:--~--------------------------------

J! 
I! 
i j 
i~~--~--------------------------------
l_: _.;..__ __________ _ 

From: ~"~eter Vagt 

l ( 
Following pl~ase find the minutes from the June 24. 2004 Construction Meeting. 

The next mJ~ting is Scheduled for 10:00 AM on Thursday July 8, 2004 at 
the construd .on trailer at the ACS Site. 

175 W Jackson Blvt.l 
Suite 1900 
Chicagu, U. 60604 
Tel: 630-831-3000 
Fax: 630-831-3021 

Fax Number 

(312) 353-5541 
(317) 234-0428 
(312) 836-9083 
(312) 853-9025 
(312) 346-4781 
(312) 346-4781. 
(312) 831-3498 
(312) 831-3021. 
(219) 924-4561 
(30:3) 410-4100 
(312) 831-3021 
(312) 831·3021 

I i . 
If you would like a copy of these minutes or future minutes sent v:ia e-mail please Jet us .know. 

_____ _. .. :-! --~------------------------------

11 you do n\:~t receive all pages. or if there are any problems with this transmission, please call (312) 831-3431 
Number o~j,ages, including cover: 4 

I . 
i 
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WEEKLY CONSTRUCTION MEETING MINUTES 
FOR JUNE 24, 2004 MEETING 

AMERICAN CHEMICAL SERVICE, NPL SITE 
GRIFFITH, INDIANA 

I 

! 

M .~TING DATE: Thursday, June 24,2004 

\ ' 

ETIN(_;TIME: 10:00 AM I . 

c ETING LOCATION: ACS 
i 
I 

ATTENDEES: 
I . 

I 

\ 

I 

I 
TO~ICS: 

I 

Larry Campbell - B VSPC 
Pete Vagt- MWH 
Todd Lewis- MWH 
Rob Adams~ MWH 
Lee Orosz- MWH 
Chlis Daly - MW H 
Jon Pohl - MWH 

. .I d Hea~th a.n Safety Summary 
Mi'~ continued to cleanup the leak in the sulfuric acid tank (located safely inside 
secJ,ndary c;ontainment) that was observed on June /u.. P1ior to commencing the cleanup 
woiiL an incident form, supplied by the MWH corporate Health and Safety Officer, was 
co~ pleted by the plant ~perator. _This_ .incident fonn summarizes what had occurred, 
det, 4les the corrective acttons, aud 1dcnt1 fies the health and safety procedures that would 
be :;~llowedL Appro~imatcly 4,000 gallons has been pumped from the sulfuric acid tank 
an.d ',the scc'onda.ry containment area into three temporary storage tanks. Each of the 
tem jorary storage tanks also h~ secondary containment. There is stiU approximately 
one ~nch of liquid left in the sulfuric acid tank and in the secondary containmcnr. 
Col1¢c:Ling and transferring the remaining material will require more intensive manual 
labd,:. Pmp~r personal protective cquiprnem (PPE) will be wom by all personnel working 

wi:t~ !the cleanup of this maJeriaL . . 

An pspecuon of the sulfunc ac1d rank md1catcd that there were two leaks. One leak was 
at thb inlet 'pon and the other at rhe outlet port. MWH is reviewing the options of 

::•]
11

~:: 
1

::~~~:k :::::;:,~::·::~<occurred since the _last meeting on June n••. 
Oth :'J" actlVltlcs at the SJtc smce the lasr meetlng have mduded ciperaLwn of the 
Grot~dwate\r Treatment Plant (GWfP), and operation of the Off-Site Area In-Situ Vapor ::Jjction· (TSVE) system and the Still Bottoms Pond Area (SBPA) lSVE sy>t.em. 
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.lul'lc ,.:~' 2004. M,c~ting Page 1 

I . 
I 

I:: 
II 

l \ 
I' 



JUN-29-2004 16:11 FROM:MWH 
I! 

13128313021 T0:3123464781 

Ch ~~ago Tank Lining completed applying an epoxy coating to the internal components of 
the ~crubbcr system. Proper level B personal protection equipment (PPE) was worn by 
wo "kers and the appropriate confined space permit was provided. No health and safety 
iss tfs aros~ while rhe work was completed. 

Gr .~ndwat~r Treatment Plant (GWTP) Slatus 
Th~:l GWTP is currently operating at approximately 30 gallons per minute (gpm). The 
filr~+ cloth ~m the sludge filter press was changed out on June 181

h. There have been no 
othp: issueS with the GWTP. 

I: 
Ofii-~iite ArCa/SBPA ISVE Systems 
Th<ipnal Okidizer/Scrubber Un.it 2 (Thcrm Ox. 2) has been operating with no issues since 
the\ last meeting on June 17th_ It is anticipated that the unit will b.e shut down for 
app/:oximarbly four hours on June 251h for routine maintenance. 

An ~;rder frir the new heat exchanger for Theru1al Oxidizer/Scrubber Unit 1 (Thenn Ox 1) 
has ~een p.laced. and the new unit is expected to anivc July 3ls1

• 
I 
I 

The 1equipment for the Off-Site TSVE system expansion is on order. MWH is waiting for 
sub·hittaLs for the new blower. Consttuction of the base for the expansion equipment 
con ,ainment structure is anticipated to start in the next two weeks followed by the 
insiflment of the new blowe< system components. . . 

Thej :data rh:u was colJected from the SBPA TSVE wells has been mternally rev1ewed by 
within MWH. The conclusions of the review indicates that the activities undertaken and 
dau\ \coUcctCd lo date arc complete and more than sufficient to fully cva1uate the wells. 
~'fl anticipate...;; having a plan of action for dealing wirh wells that haven't been proven-

~~-·fY the n~xt meetillg on Julys"'. 

MWH completed installing a product pump in SVE 61 on June 23rd. The pump will be 
usdl}to pump product from the well into a 55-gallon drum. The contents of the drum will 
the~ f be placed into the GWTP for treatment. MWH ha..;; two product pumps and 
antir\ipates us.i:ng the pumps to clear out three or four wells on June 251

h_ 

Ch !h.ical Oxidation Application 

.Pg ~he -~he:m.ical oxidation post~application sampling, delineati~n sa~pllJ~g indicated 

.pntanunat1on smear zone extended further to the cast than preVlously mdicatcd at the 
com·~r of Colfax Ave. and Reder Rd. However, lab results indicated the ex.tended area 
has \r;ower ~nzcne concentrations in comparison with other areas. MWH has received 
app~·?val from the PRP group to collect soil gas samples in the vicinity following U.S. 
E~~·!?raft g~idancc. MWH w~ll s_ubmit a. draft ~ha.se 1 Chemical Oxidation repo~ that 
wtH :s~mmanze the post apphcauon data and mclude a work plan for the sml gas 
sam:lhng. 

I\ 
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~~ik Ahead Schedule 
Ju111~ 25, 2004 through July 8, 2004 • Off-Sire JSVE system and SBPA TSVE system 

! operation 
i • GWTP/BWES/PGCS operation and routine i 

! maintenance 
i • Complete cleanup of sulfuric acid leak 
I 
I • Pumping On-Site ISVE wells for fluid removal 
I PSVP warer level monitoring for the 2nd I • I 

I Quatter I 
i 
.: 

He lth and Safety Items to • Safety issues associated with ISVE well 
Mo utor dcwate1ing 

I 

i • Safety issues associated with the GWTP acid 

i 
leak repairs 

• Routine daiJy tailgate health and safety 

I meetings 

c-.1 
I ' 

i 
I 

I 
I 

0: 

~J!~ Consb:cnon Meetmg- Thursday, July 8, 2004, 10 AM 

' . 
i : 
I ' 
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Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 59 Photo #1 
Date: 06-02-04 Time: 15:45 
Photographer: Larry Campbell 
Description: Photo facing southeast showing MWH 

removing vacuum connection piping from 
ONCA SBPA ISVE system well SVE-65. 

Site: American Chemical Service, Inc. 
Proj. #: 46526 

Roll: 59 Photo #2 
Date: 06-02-04 Time: 15:46 
Photographer: Larry Campbell 

Description: Phot_o facing northwest showing Eagle 

Services removing vapor discharge piping 
from ONCA SBPA ISVE system well 
SVE-64. 



Site: American Chemical Service, Inc. 
Proj . #: 46526 
Roll: 59 Photo #3 
Date: 06-16-04 Time: 09:40 
Photographer: Larry Campbell 
Description: Flash didn 't fire, so photo didn 't 

develop. 

______________ ........... 

Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 59 Photo #4 
Date: 06-16-04 Time: 09:40 
Photographer: Larry Campbell 
Description: Photo facing west on south side of tank T-

9 showing the diluted sulfuric acid (black) 
in the secondary containment. 



Site: American Chemical Service, Inc. 

Proj. #: 46526 

Roll: 59 Photo #5 

Date: 06-16-04 Time: 09:42 

Photographer: Larry Campbell 

Description: Photo facing west on the north side oftank 

T-9 showing diluted sulfuric acid in the 

secondary containment. 

Site: American Chemical Service, Inc. 

Proj. #: 46526 

Roll: 59 Photo #6 

Date: 06-16-04 Time: 09:45 

Photographer: Larry Campbell 

Description: Photo facing east showing [ES cleaning 

sludge from the lamella clarifier. 



Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 59 Photo #7 
Date: 06-16-04 Time: 09:46 
Photographer: Larry Campbell 
Description: Photo facing south showing the interior of 

the Durr thermal oxidizer unit 1 scrubber 
after being sand blasted by CTL. 

----------------......... ... 

c 
\) 

-. 

Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 59 Photo #8 
Date: 06-16-04 Time: 09:47 
Photographer: Larry Campbell 
Description: Photo looking up into the interior of the 

Durr thermal oxidizer unit 1 scrubber. 
Material at top of photo i 11 ustrates interior 
of scrubber stack before sand blasting. 



Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 59 Photo #9 
Date: 06-16-04 Time: 09:50 
Photographer: Larry Campbell 
Description: Photo facing northeast showing the heater 

used to warm up buckets ofthe epoxy that 
will be used to line the Durr thermal 
oxidizer unit 1 scrubber. 

Site: American Ch . Proi. #: emical Service, Inc. 
J 46526 

Roll: 59 
Date· 06 16 Photo # I 0 . - -04 y· 
Photographer· L C Ime: 12:40 

D 
. · arry ampbell 

escnption- Ph . . oto facmg south sh . d · owmg the em1ster that will b . new 1 02. e Installed into tank T-



Site: American Chemical Service, Inc. 

Proj. #: 46526 
Roll: 59 Photo#11 
Date: 06-16-04 Time: 12:41 
Photographer: Larry Campbell 
Description: Photo looking up at Tim Kirkland climbing 

the ladder to the top of tank T -1 02 to 

install the new demister. 

Site: American Chemical Service, Inc. 
Proj. #: 46526 

Roll: 59 Photo#12 
Date: 06-16-04 Time: 12:42 
Photographer: Larry Campbell 
Description: Photo facing west showing Tim Kirkland 

installing the demister in the top of tank T­
I 02. Note the fall protection harness tied 

off to the support cable. 



Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll : 59 Photo #13 
Date: 06-16-04 Time: 12:45 
Photographer: Larry Campbell 
Description: Photo facing west showing Tim Kirkland 

reconnecting the vapor piping at the top of 
tank T -1 02 after installing the demister. 

Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll : 59 Photo #14 
Date: 06-16-04 Time: 12:48 
Photographer: Larry Campbell 

Description: Photo facing northeast from the top ofME-

1 01 showing the algae growth in the left 
holding cell. 



Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 59 Photo#l5 
Date: 06-16-04 Time: 12:50 
Photographer: Larry Campbell 
Description: Photo facing south showing the old 

demister screen after removal from tank T-
102. 

Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll : 59 Photo #16 
Date: 06-16-04 Time: 12:53 
Photographer: Larry Campbell 

Description: Photo facing southwest showing the light 
gray poly tank into which the leaked 
sulfuric acid had been pumped. Blue drum 

on left contains acid after adding NaOH. 



............ ____________ __ 

. Chemical Service, Inc. 
Site: Amencan 

46526 
Proj .#: Photo#17 

Roll: 59 604 Time: 13:17 
Date· 06-l -

. Larry Campbell . CTL 
Photographer: . thwest showmg 

Description: Phot~ facmgDsouthermal oxidizer unit 1 

entenng the urr 

bber Note safety harness. 
scru · 

Site: American Chemical Service, Inc. 

Proj. #: 46526 

Roll: 59 Photo# 18 

Date: 06-16-04 Time: 13:20 

Photographer: Larry Campbell 

Description: Photo facing south showing CTL in the 

DurrthennaJ oxidizer unit 1 scrubber with 

safety harness and supplied air respirator. 



Site: American Chemical Service, Inc. 
Proj . #: 46526 

Roll: 59 Photo#19 
Date: 06-16-04 Time: 13 :26 
Photographer: Larry Campbell 

Description' Photo facing south showing CTL spraying 

epoxy coating (n1st color) onto the inside 
of the Durr thermal oxidizer unit 1 
scrubber. 

. Chemical ervice. Inc. Site: Amencan 

P . #· 46526 
roJ · · Photo #20 

Roll: 59 Time: 13:27 Date: 06-16-04 

L Campbell d 
Photographer: arry . h ing the air operate . . . Photo facmg wests ow Descnpt1on. 

epoxy pump. 



Site: American Chemical Service, Inc. 

Proj. #: 46526 
Roll: 59 Photo #21 

Date: 06-16-04 Time: 13:29 

Photographer: Larry Campbell 
Description: Photo facing south showing CTL spraying 

epoxy on the interior ofthe Durr thermal 

oxidizer unit 1. 

Site: American Chemical Service, lnc. 
Proj. #: 46526 
Roll: 59 Photo #22 
Date: 06-16-04 Time: 13 :32 
Photographer: Larry Campbell 
Description: Photo facing south showing CTL spraying 

epoxy onto the floor of the Durr thermal 
oxidizer unit 1 scrubber from the exterior. 



Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 59 Photo #23 
Date: 06-16-04 Time: 13:33 

Photographer: Larry Campbell 
Description: Photofacingeastshowingthemixingofthe 

catalyst and hardener for a new batch of 

epoxy. 

Site· Am · . . · encan Chemical Service. Inc 
ProJ. #: 46526 · 

Roll: 59 Photo #24 
Date: 06-16-04 Time: 13:35 
Photo?r~pher: Larry Campbell 

Descnptwn: Photo facing southwest showings . 
f praymg 

o epoxy on the front end of the D 
thermal oxidizer unit 1 scrubber. urr 



Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 59 
Date: 06-16-04 

Photo #25 

Time: 13:36 
Photographer: Larry Campbell 

Description: Photo facing southeast showing spraying of 
epoxy on the front end of the Durr thermal 
oxidizer unit I scrubber. 

Site: American Chemical Service, Inc. 
Proj. #: 46526 
Roll: 59 Photo #26 
Date: 06-16-04 Time: 13:39 
Photographer: Larry Campbell . 
Description: Photo facing west showing CTL spraymg 

solvent through the pwnp and lines to clean 
out the epoxy. 



n 
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Site: American Chemical Service, Inc. 
Proj . #: 46526 

Roll : 59 Photo #27 
Date: 06-1 6-04 Time: 13:41 
Photographer: Larry Campbell 

Description: Photo facing south showing hand 

application of epoxy to the baffle plate 

located in the Durr thermal oxidizer unit 1 
scrubber. 

Site: American Chemical Service, Inc. 

P . #· 46526 WJ. . 
Roll : 60 Photo #I 
Date: 06-I7 -04 Time: 09:40 

Photographer: Larry Campbell 
Description: Photo facing west showing the Durr thermal 

oxidizer unit I scrubber manway hatch 
cover coated with epoxy coating. Front end 

of scrubber in background. 



Site: American Chemical Service, Inc. 

Proj. #: 46526 
Roll: 60 Photo #2 
Date: 06-17-04 Time: 09:41 
Photographer: Larry Campbell 
Description: Photo facing south through the manway into 

the Durr thermal oxidizer unit 1 scrubber 
showing the recently epoxy coated and 

installed baffle plate. 

Site: American Chemical Service Inc 
Proj. #: 46526 ' · 

Roll: 60 Photo #3 
Date: 06-17-04 Time: 09:42 
Photographer: Larry Campbell 

Description: Photo looking up into the interior of the Durr 
thermal oxidizer unit 1 scrubber showing the 
epoxy coated surface on the lower 7ft and 
the uncoated portion above. 



Site: American Chemical Service, Inc. 
Proj. #: 46526 

Roll: 60 Photo #4 
Date: 06-1 7-04 Time: I 0:53 
Photographer: Larry Campbell 

Description: Photo facing south at the rented 2,450 
gallon tank for temporary storage of sulfuric 

acid (being unloaded from transport trailer) .. 

Site: American Chemical Service, Inc. 
Proj. #: 46526 

Roll: 60 Photo #5 

Date: 06-17-04 Time: 10:54 
Photographer: Larry Campbell 

Description: Photo facing northwest showing the rented 

poly tank for temporary storage of sulfuric 
acid. 



Site: American Chemical Service, Inc. 
Proj. #: 46526 

Roll: 60 Photo #6 
Date: 06-17-04 Time: 11 :05 
Photographer: Larry Campbell 

Description: Photo facing south showing the rented poly 

tank for temporary storage of sulfuric acid 
with an access ladder. 

Site: American Chemical Service, Inc. 

Proj. #: 46526 
Roll: 6o Photo #7 
Date: 06-24-04 Time: 09:48 
Photographer: Larry Campbell . 
Description: Photo facing southwest showmg a new 

group of temporary acid storage tanks. 
Note the secondary containment that has 

been added recently. 



............ ____________ __ 

Site: American Chemical Service, Inc. 

Proj. #: 46526 

Roll: 60 Photo #8 

Date: 06-24-04 Time: 09:50 

Photographer: Larry Campbell 

Description: Photo facing west on the south side of the 

leaking sulfuric acid storage tank after 

diluted acid was removed from the 

secondary containment. 

Site: American Chemical Service, Inc. 

Proj. #: 46526 

Roll: 60 Photo #9 

Date: 06-24-04 Time: 09:50 

Photographer: Larry Campbell 

Description: Photo facing west on the north side of the 

sulfuric acid tank after diluted acid was 

pumped from the secondary containment. 

Note approximately 2 feet deep. 



Site: American Chemical Service, Inc. 

Proj. #: 46526 

Roll: 60 Photo # 1 0 

Date: 06-24-04 Time: 09:52 

Photographer: Larry Campbell 

Description: Photo facing south down into the secondary 

containment for the temporary poly tanks. 

Note some spi II age being absorbed by dry 

absorbant. 




